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1. Introduction  

The electric power distribution system must be designed to operate and supply acceptable 

level of electrical energy to customers. Power utilities must ensure that the power supply to 

customers is with voltage magnitude within standard levels. Other features like minimal 

interruptions and minimal system power loss also must be considered. Hence, the quality 

and reliability of supply must be maintained in an acceptable level even during 

contingencies.  

Voltage magnitude is one of the parameters that determine the quality of power supply. A 

decrease in voltage magnitude may result in voltage sag which is currently considered as 

one of the main power quality problems. Voltage sag is defined as a decrease in magnitude 

between 0.1 and 0.9 pu in rms voltage at a power frequency of duration from 0.5 cycle to 1 

min (IEEE Std 1159, 1995). Voltage sag may cause sensitive equipment to malfunction and 

process interruption and therefore are highly undesirable for some sensitive loads, 

especially in high-tech industries. However, loads at distribution level are usually subjected 

to frequent voltage sags due to various reasons.  

Voltage sag can be treated as a compatibility problem between equipment and power 

supply. When installing a new piece of equipment, a customer needs to compare the 

equipment sensitivity with the performance of the supply. There are various engineering 

solutions available to eliminate, correct or reduce the effects of power quality problems 

(Kusko &Thomson, 2007). Currently, a lot of research works are under way to solve the 

problem of voltage sag in distribution systems. Most of these research works focus on 

installing voltage sag mitigation devices (Sensarma et al., 2000). Other researchers focus on 

improving the immunity level of customer equipment by installing custom power devices to 

improve the voltage sag ride through capability (Shareef et al., 2010). Some other research 

works focus on utility efforts in finding feasible solutions to mitigate voltage sag problem. 

Since system faults are considered as main causes of voltage sags, utilities try to prevent 

faults and modify the available fault clearing practice in power systems. Normally, voltage 

sag assessment at a particular site in the network consists of determining the frequency of 

sags of specified sag magnitude and duration over a period of interest (Conrad & Bollen, 

1997). It is also dependent on the utility fault performances, the way the fault affects 

propagation of disturbance in the system, and the customer’s service quality requirements 

(Shen et al., 2007). For voltage sag assessment, voltage sag characteristics has to be 
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accurately reproduced by means of a time-domain simulation tool, and using a stochastic 

prediction to incorporate the random nature of voltage sag in the mitigation process 

(Qader et al., 1999, Heine & Lehtonen, 2003, Aung & Milanovic´, 2006 & Martinez et al., 

2006).  

A method of minimising cost of losses due to voltage sag by employing network 

reconfiguration was introduced by (Sanjay et al., 2007). (Chen et al., 2003) introduced a 

voltage sag mitigation method by means of implementing a series of utility strategies for a 

period of 10 years. Network reconfiguration was proposed as a voltage sag mitigation 

method by using feeder transfer switches in power distribution systems. Switches at 

sectionalizing points of a distribution network are used to find the weak points during 

voltage sags and to transfer the customers at the weak points to other sources (Sang et al., 

2000). The graph theory was employed as a tool in finding suitable solution to alter system 

switches to reconfigure distribution networks (Sabri et al., 2007 & Assadian et al., 2007). The 

power distribution network can be reinforced against voltage sag propagation, where the 

graph theory is selected as an efficient tool to find the shortest path between the main power 

source and every fault location (Salman et al., 2009). Based on the electrical distance towards 

the fault current, network reconfiguration is employed for voltage sag mitigation where the 

exposed weak area in distribution network is initially identified.  Then the size of the 

exposed weak area of specified voltage sag is reduced by network reconfiguration. Based on 

the new technique of switching action, the weak areas in distribution systems can be 

identified and placed as far away as possible from the main source considering distribution 

system operation.  

This chapter focuses on the utility efforts towards voltage sag mitigation in particular 

employing the network reconfiguration strategy. The theoretical background of the 

proposed method is first introduced and then the analysis and simulation tests on a practical 

system are described to highlight the suitability of network reconfiguration as a method for 

voltage sag mitigation. The analysis of simulation results suggest some significant findings  

that may assist utility engineers to take the right decision in network reconfiguration.  

2. Overview of utility efforts in voltage sag mitigation  

The utility engineers considered faults as the main source of voltage sags.  Reducing the 

number of faults is a considerable way of mitigating voltage sags. The duration of voltage 

sag can be reduced by the reduction of fault clearing time of power protection equipment. 

The change in the distribution system design and structure may affect the voltage sag 

performance and propagation. An overview about the utility efforts on voltage sag 

mitigation was introduced by (Sannino et al., 2000). Brief overview on utility efforts in 

voltage sag mitigation are explained in the following sections 2.1, 2.2 and 2.3.  

2.1 Reducing the number of faults 

Limiting the number of faults is an effective way to reduce not only the number of voltage 

sags, but also the frequencies of short and long interruptions. Fault prevention actions may 

include the institution of tree trimming policies, the addition of lightning arresters, insulator 

washing and the addition of animal guards. A considerable reduction in the number of 

faults per year can otherwise be achieved by replacing overhead lines by underground 

cables, which are less affected by adverse weather. 
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2.2 Reducing the fault-clearing time  

Reducing the fault-clearing time leads to less severe voltage sags. This method does not 
affect the number of events, but their durations. The modern static circuit breakers are able 
to clear the fault well within a half cycle at the power frequency, thus ensuring that no 
voltage sag can last longer. Moving from the load to the source, the tripping delay increases 
from 300 to 500 ms. If faster fault clearing is needed, then the whole system has to be 
redesigned and all the protective devices have to be replaced with faster ones. This would 
greatly reduce the grading margin between the breakers, thus leading to a significant 
reduction in fault-clearing time. 

2.3 System design and configuration 

Many actions in distribution system design can be employed for mitigating voltage sag. A 
certain improvement can be achieved by installing current-limiting reactors or fuses in all 
the other feeders originating from the same bus as the sensitive load. These actions increase 
the “electrical distance” between the fault and the common bus, thus decreasing the depth 
of the sag for the sensitive load. The increase in the electrical distance can also be achieved 
by change in system configuration.   

3. Network reconfiguration in power distribution systems 

Network reconfiguration is a process of altering the topological structures of distribution 
feeders by changing the open/closed status of the sectionalizing and tie switches. A whole 
feeder, or part of a feeder, may be served from another feeder by closing a tie switch linking 
the two while an appropriate sectionalizing switch must be opened to maintain radial 
structures (Civanlar, et al., 1988). In other words, network reconfiguration is a switching 
action which may be applied to change the network configuration for improving operation 
performance.  
The network reconfiguration process is generally used for loss reduction, load balancing and 
voltage profile improvement in distribution systems. It may be used to reinforce the network 
against voltage sags propagation by increasing the line impedance towards fault current 
during short circuit events (Salman et al., 2009). A brief overview of network reconfiguration 
to reinforce against voltage sag propagation is presented below. The idea is based on the 
principles of circuit theory. To understand this idea, consider a typical distribution system 
shown in Fig. 1. If the substation is treated as a point of common coupling (PCC) between 
the power source and fault location, Vsource is main source voltage, Zs is he Thevenin’s 
impedance behind the source, Zf is fault impedance and Zi is a line impedance of the feeder 
i. Then the substation bus voltage Vpcc during a fault event at bus i can be derived as: 

 
i f

pcc source

i f s

Z Z
V V

Z Z Z

+
=

+ +
  (1) 

From (1), it can be understood that Vpcc can be improved by finding another higher 
impedance route between substation and bus i. For example, if  Zn > Zi , the bus i  can be 
supplied through feeder, n  by closing the tie switch, SWn and opening sectionalizing 
switch, Si  as shown in Fig. 1. This change in configuration will increase the substation bus 
voltage magnitude. After reconfiguration, if Zf  = 0, the new substation voltage magnitude 
can be written as: 
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n

pcc source
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V V

Z Z
1 =

+
  (2) 

where Vpcc1 is the voltage magnitude of substation which is taken as the point of common 
coupling after reconfiguration.  
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Fig. 1. Typical distribution system 

The feasible reconfiguration must be valid according to the operation constraints of the 
distribution network. The operation constraints are summarized as:  
i. The network must be of radial structure. 
ii. All the network nodes and loads must be connected, 
iii. The nominal bus voltages must be within standard limits, Vmin ≤ Vi ≤ Vmax where Vmin is 

the lower limit of nominal voltage magnitude; Vi is the voltage magnitude of bus i and 
Vmax is the upper limit of nominal voltage magnitude. 

iv. The current flows must be within the thermal limits of the lines,  Ii ≤ Iimax. where Ii is the 
current of line i and Iimax is the thermal limit of the line i. 

v. System line loss (Floss) must be within acceptable limits. Floss can be formulated as: 

 
n

i i
loss i

i

P Q
F R

V

2

2

1

2
+

=  (3) 

where  Ri      : branch resistance; 
 n     :  number of branches; 
 Pi    : branch i active power flow; 
 Qi    : branch i reactive power flow; 
 Vi     : voltage magnitude at  the end bus of line i. 

Although, this change in network configuration improves the voltage magnitude during the 
fault event, sometimes it may cause unacceptable voltage drop in the lines and hence 
inadequate nominal voltage at various buses during steady state operation. It means that the 
network reconfiguration must be done in such a way that it does not violate the limits of 
system voltage profile at steady state condition.  
Network reconfiguration can be employed as a siutable tool for voltage sag mitigation as 
well as for line loss reduction in distribution systems. Based on the right decision of 
reconfiguring a distribution network, a suitable objective function of network 
reconfiguration can be formulated. If the decision to be taken is for reducing the financial 
losses, voltage sag can be mitigated by a very cheap and feasible method, that is by  only 
switching action.  
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In network reconfiguration, the switching action must be done in the manner of improving 
voltage magnitudes for a considerable number of system buses. It is important to determine 
the weak area in the system before implementing the switching action for network 
reconfiguration. Weak area is defined as a bus or group of buses that can be considered as 
effective in voltage sag propagation throughout the same distribution system. It means that 
the system buses that experience voltage sag during the occurrence of short circuit event are 
considered as buses in  the weak area. By implementing appropriate switching actions, the 
distribution network can be reconfigured. Thus, the aim of network reconfiguration is to 
place the weak area as far away as possible from the main power source.  

4. Distribution system reinforcement by network reconfiguration 

This section illustrates the proposed method of distribution system reinforcement by 
network reconfiguration. The procedure includes system modelling, power flow and short 
circuit analysis, application of graph theory and network reconfiguration. The graph theory 
technique is utilized to find the shortest path between the main power source and the 
defined weak buses. Based on the graph theory, a feasible solution can be obtained for 
solving the distribution network reconfiguration problem considering voltage sag 
mitigation. Mitigating of voltage sag can be achieved by increasing the number of buses 
reaching the healthy condition due to network reconfiguration. In this case a bus is said to 
be healthy when its voltage magnitude lies between 0.9 pu and 1.06 pu. Based on the 
selection of a suitable path by the graph theory, the objective of increasing the number of 
healthy buses (Nhlth) can be carried out by changing the status of predefined switches (i.e. 
the tie and sectionalizing switches) in the distribution system. The principle behind the 
graph theory is described as follows:  
 A graph G = (V,E) consists of a set of vertices (or nodes) V = {A, B, C & S} and edges  
E = {1, 2, 3, 4, 5 & 6}. Generally, every edge connects two vertices. Fig. 2(a) shows an 
undirected graph consisting of four vertices connected with six edges. For example vertex A 
has three incident edges: 1, 3 & 4 while  Vertex B has three incident edges: 2, 3 & 5 and etc. 
In the graph theory, a path π in a graph is a sequence of vertices such that from each of its 
vertices there is an edge to the next vertex in the sequence. The first vertex is called the start 
vertex and the last vertex is called the end vertex. A path is the m-th path starting from any 
start vertex and ending at a specified vertex. The set of m alternative paths ending at vertex, 
i can be described as: 

 { }i i i i
m m1 2, ,.......,Π = Π Π Π    (4) 

 

 
 a) b) 

Fig. 2. Example of graph with 4 nodes in a) undirected b) directed type 
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For example, all alternative paths from the start vertex, S to the end vertex, A can be 
searched in both graphs as depicted in Fig. 2. In the undirected graph, it is realized that five 
alternative paths can be obtained as: 

 A A A A A
1 2 3 4 51, 2 3, 6 4, 2 5 4, 6 5 3Π = Π = − Π = − Π = − − Π = − −    (5) 

Meanwhile, in the directed graph, only the end node with one path can be achieved: A
1 1Π = . 

Graph theory is employed to determine the shortest path between the main source and fault 
location after every switching action. The shortest path is considered as the fault current 
route during fault events. The impedance of the fault current route is considered as 
significant element of fault current reduction. To understand the employment of graph 
theory in finding suitable impedance for the fault current path, the 16-bus distribution 
system shown in Fig. 3a is selected. If a fault location at bus 12 is appointed, the graph 
representation of the system is shown in Fig. 3b. The shortest path between the main source 
and fault location can be presented as: 

    Π = − − −
12
i 1.2 2.8 8.9 9.12  (6) 

where i=1, 2, 3, . . . , maximum number of configurations. 1.2 indicates the branch joining 
between the buses 1 and 2, 2.8 is the branch joining between 2 and 8 and etc. 
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  a)   b) 

Fig. 3. 16-bus distribution system before reconfiguration a) one line diagram, b) graph 
representation 

The total impedance of the path Пi  ( Zп) can be calculated as: 

 iZ Z Z Z Z1.2 2.8 8.9 9.12Π = + + +    (7) 

where Z1.2, Z2.8, Z8.9, and  Z9.12 are the series impedances of the branches 1.2, 2.8, 8.9 and 9.12 
respectively.  
If some switching action is done by opening the branch 1.2 and closing the branch 5.11, the 
16-bus system is reconfigured as shown in Fig.4a. The 16-bus system can be presented by 
applying graph theory to find the new shortest path between the main source (bus 1) and 
fault location (bus 12) as shown in Fig. 4b. The shortest path can be presented as: 

   i
12

1 1.4 4.5 5.11 11.9 9.12+Π = − − − −   (8) 
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where Пi+1  is the next path after reconfiguration, comprising of the corresponding branches 
and the total impedance of the path Пi+1 .  Zпi+1 can be calculated as: 

 iZ Z Z Z Z Z1 1.4 4.5 5.11 11.9 9.12+Π = + + + +     (9) 

 

1 2 3

4
5 11

8
10

9

12

14

13

15
6

7 16

Open switchClosed switch         
Node 1 Node 2

Node 3Node 4

Node 5Node 6

Node 7

Node 8

Node 9Node 10

Node 11 Node 12

Node 13

Node 14 Node 15

Node 16

 
 a)  b) 

Fig. 4. 16-bus distribution system after reconfiguration a) one line diagram b) graph 
representation 

The increase in the impedance of fault current path results an increase in the electrical 
distance between the main source and the fault location. Based on the increase of impedance 
path the exposed area of the fault location is reduced. The reduction of the exposed area 
means mitigating the voltage sag propagation. In other words, the system network can be 
reconfigured to mitigate voltage sag by using the graph theory algorithm as a tool for 
finding the suitable electrical distance between the main source and the weak bus. 
During reconfiguration process, for every change in the system configuration the number of 
healthy buses (Nhlth) and system losses (Floss) must be calculated by the short circuit analysis 
and steady state load flow. In other words, an algorithm is to be developed to maximize the 
number of healthy buses (V ≥ 0.9 pu) due to reconfiguration action.  If Ci is the healthy 
condition (0 or 1) for bus i during voltage sag duration, then it can be formulated as:  

 
i

i

V
C

else

1 0.9 1.06

0

≤ ≤



=



    (10) 

If Nbus is the total number of the system buses, the number of healthy buses (Nhlth ) can be 
calculated as: 

 
busN

hlth i

i

N C
1=

=      (11) 

Equation (11) is used for calculating the number of healthy buses (Nhlth). The calculation 
must be done before and after each reconfiguration process. The reconfiguration process is 
subjected to the system operation constraints as mentioned earlier in Section 3.  
If Nhlthb and Nhltha represent the calculated number of healthy buses before and after 
reconfiguration, respectively, the calculated improvement of the number of healthy buses  
due to reconfiguration process (Nimp) can be expressed as: 
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hlth hlth

imp

hlth

N a N b
N

N b
100

−
= ×    (12) 

An acceptable increment of losses of the system (INd) must be defined before the 

reconfiguration. The value of INd can be defined according to the required improvement of  

the number of healthy buses  for the system reliability level.  

If Flossb and Flossa represent the system losses before and after reconfiguration, respectively, 

the calculated percentage increase of system losses after each reconfiguration process (INc) 

can be expressed as: 

    
loss

loss

lossbF a F
INc

F b
100

−
= ×    (13) 

where Flossb and Flossa can be calculated by (3). The reconfiguration process is constrained 

by computed INc ≤ INd and other system operation constraints as mentioned in Section 3. 

4.1 Distribution system modeling  

All distribution system components, i.e., lines and cables, loads, transformers, large motors 
and generators have to be converted into equivalent reactance (X) and resistance (R) on 
common bases. The main system components models are described below. 
i. Lines and cables: Lumped parameter models are adopted for lines and cables, as they 

are much simpler to model and still provide results of appropriate accuracy. R is the 
resistance, X is the reactance and B is the line Susceptance (Martin et al., 2006).  The line 
or cable model is shown in Fig. 5. 

 

 R

jB/2 jB/2

 

Fig. 5. Equivalent circuit for lines and cables 

ii. Loads: The static loads can be approximated as constant impedance, where each load is 
converted into equivalent impedance of same values for positive and negative sequence 
(Martin et al., 2004). The load model is shown in Fig. 6. 

 

 

RL

jXL

Bus

 

Fig. 6. Equivalent circuit for load 

In Fig.6, if the load bus voltage is VL and the load is PL + jQL, the load impedance (RL + jXL) 
can be calculated using (13). 
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LL

L
LL

jQP

V
jXR

+
=+

2

    (13) 

iii. Generators: There are three values of reactance defined in generator, namely sub-
transient reactance (Xd’’), transient reactance (Xd’) and synchronous reactance (Xd) (J. J. 
Grainger, 1994) as shown in Fig. 7a, Fig. 7b and Fig. 7c respectively. Because most short-
circuit protecting devices, such as circuit breakers and fuses, operate well before steady-
state conditions are reached, generator synchronous reactance is excluded in calculating 
fault currents (K. R. Padiyar, 1995). Generators are modelled in short circuit analysis by 
resistance and sub-transient reactance in series with a constant driving voltage (K. R. 
Padiyar, 1995) as shown in Fig. 7a. 

 

E

R

Bus

      

E

R

Bus

jX'd

     

E

R

Bus

jX d

 

''jX d

 a)   b)  c) 

Fig. 7. Equivalent circuit for synchronous generator with internal voltage E and  
a)  subtransient reactance X''d b) transient reactance X'd; c) synchronous reactance Xd 

iv. Transformer: Transformer modelling is one of the most important issues in voltage sag 
simulations. Linear models of transformers are suitable if the sag is caused by short 
circuit faults. It can be used to obtain accurate voltage sag characteristics (Martin et al., 
2006). Voltage sag characteristics is significantly affected by the difference in winding 
connections, grounding methods, and tap settings, where transformers introduce 
different sequence representation and different values of voltage and current resulting 
in quite different fault current flows in fault calculation. The transformer is modelled as 
series impedance (ZT = RT + jXT), where RT and XT are transformer resistance and 
reactance respectively. The parameters RT and XT can be determined by short circuit test 
and they are equal in value for bath positive and negative sequence representation. The 
connections of the primary and secondary windings of three phase transformer are 
considered main principles to derive the zero sequence equivalent circuit and to 
determine the phase shift in the positive and negative sequence circuits. Fig. 8 shows 
the five commonly used transformer connections and their zero sequence equivalent 
circuits.  

The impedance, Z0 accounts for the leakage impedance, ZT and the neutral impedances, ZN 
and Zn where applicable which can be calculated as Z0 = ZT + 3Zn.  ZN and Zn are the neutral 
impedances of primary and secondary windings of the transformer, respectively (Grainger, 
1994). The tap-changing ratio must be taken into account in the transformer impedance 
calculation. The different types of delta-wye connections of transformer winding result in a 
phase shift of n×30 ( n =1, 5, 11, . . ., etc ). The voltage sag propagation is affected by these 
phase shifts and therefore must be considered in the models (IEEE Std-1346, 1998). The 
admittance matrix can be built at first using the above models and the impedance system 
matrix can be determined by using the inversing admittance matrix.  
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Fig. 8. Zero sequence representation of transformer connections (Grainger, 1994) 

4.2 Simulation procedure 

The simulation procedure for implementing network reinforcement using the graph theory 
is described as follows:  
i. Prepare all the required system data for load flow, fault analysis and voltage sag 

calculation i.e.; lines and cables, buses, transformers, loads and generators. 
ii. Define the permitted increase percentage of system losses (INd) and the maximum 

permitted improvement in the number of healthy buses (Nhlth).  
iii. Run load flow analysis program to identify the steady state voltage profile and system 

losses before reconfiguration. 
iv. Simulate faults at all buses in the system except system substations to determine the 

weak area in terms of voltage sag. The fault locations are considered as the main 
sources of voltage sag propagation and the number of healthy buses due to fault at the 
weak bus must be calculated by (10) and (11). 

v. Apply the graph theory algorithm to change the network configuration and to find a 
path in the network with suitable line impedance between the weak area and the main 
power source by (8) and (9). 

vi. Evaluate the new configuration by running load flow analysis to check the limitations 
of system buses voltage magnitudes (0.9pu ≤  V ≤ 1.06pu) and lines Currents  (I ≤ Imax) 
as well as the checking of the increase in system losses (INc  ≤ INd).  

vii. Check the improvement in voltage magnitude of all buses and calculate the number of 
healthy buses (Nhlth) by (10) and (11). 

viii. Repeat steps v to vii until the number of healthy buses is improved significantly during 
the fault at weak bus.  

ix. Repeat step iv after network reconfiguration to confirm that there is no weak area. 
The proposed network reconfiguration method for mitigating voltage sag by improving the 
number of healthy buses during fault events can be shown in terms of a flowchart  as in Fig. 9.  
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Fig. 9. Proposed distribution system reinforcement using network reconfiguration   

5. Results and analysis 

A practical distribution system shown in Fig. 10 is selected to validate the proposed method. 
The system is composed of 47 buses and 42 lines supplied by a 132KV sub transmission 
system through four substations which are connected to buses 2, 17, 34 and 39. The 
substations 2 and 17 are fed by 132/11KV, 30MVA, while the substations 34 and 39 are fed 
by 132/33KV, 45MVA and bus 1 is the swing bus. The seven tie switches (SWs) between 
buses 25-38, 29-38, 24-29, 20-23, 16-18, 4-19 and 4-14 may be used as alternatives to change 
the configuration of the system in case of  some events or contingencies.  
The selected system represents   multi voltage levels of 132KV, 33KV, 11KV, 6.6KV, 3.3KV 
and 0.433KV, where the voltage levels are fed through 15 transformers of difference sizes. 
The system includes three large induction motors of 2000 KW which are connected to buses 
of numbers 9 (3.3KV), 10 (0.433KV) and 21 (3.3KV). Capacitor banks of 2 MVAR are also 
used in the system and are connected to buses 42 (33KV) and 38 (11KV).  Two mini hydro 
power plants of capacities 2000 KVA, 6.6KV and 3000 KVA, 3.3KV are connected to the 
buses 32 and 8, respectively. These power plants are used as distributed generation units to 
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control voltage magnitudes of the buses to which they are connected. The system can be 
represented in terms of a graph by using the graph theory algorithm. Fig. 11 shows the 47-
bus distribution system represented in the graphical form, where the shortest path of the 
fault current between the main source and fault location is shown.   
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Fig. 10. A practical 47-bus test distribution system 
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Fig. 11. Graph presentation of the practical 47-bus test distribution system 
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5.1 Determination of weak area 

Fault analysis simulations were done for all the buses of voltage level of 11kV and below 
except the main substations and the buses that are supplied through more than one feeder. 
The buses 1, 2, 3, 17, 18, 33, 34, 35, 36, 39, 40, 41, 42, and 43 are excluded from simulation, 
where bus 1 is the main source, buses 2 and 17 are the main substations, buses 3 and 18 are 
supplied by two feeders, bus 33 is a service bus for local loads and the buses 34, 35, 36, 39, 
40, 41, 42 and 43 are at 33KV voltage level. The voltage sag distribution on all system buses 
for three phase fault and fault resistance (Zf=0) is shown in Fig. 12. 
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Fig. 12. Voltage sag distribution on system buses due to three phase fault 
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Fig. 13. Voltage magnitudes of system buses after steady state load flow and during three 
phase fault at bus 22 

From Fig. 12, it is obvious from the dark points of voltage sag distribution (Z-axis) that 
buses 19, 20, 22, 23 and 24 are the most sensitive in propagating voltage sags throughout the 
system. This group of buses is considered as weak area in the system. In the same manner 
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bus 22 is considered as the weakest bus in this group and in the system.  It is considered as 
the most sensitive bus in propagating voltage sags, where most system buses are affected 
due to the fault event at this bus. The voltage distribution due to three phase fault at bus 22 
is shown in Fig. 13 along with base case voltage profile of the system. From this figure it is 
clear that all bus voltage magnitudes are within standard limits during steady state but 
causes voltage sag at most buses due to a three phase fault at bus 22.  
Fig. 14 shows the voltage distribution with varying degree of darkness of phase A at all the 
system buses due to single line to ground fault at various fault locations. The same fault 
locations are again noted as the most sensitive buses in propagating sags throughout the 
whole system. Bus 22 is considered as the weakest bus in the system.  The determination of 
the weak bus is a significant step in voltage sag assessment and mitigation.   
Fig. 15 shows the effect of single line to ground fault at bus 22 on voltage distribution of all 
system buses. It is noted that most of the buses also experience voltage swell at the other 
two phases.  
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Fig. 14. Voltage sag distribution of phase A on system buses due to single line to ground fault 
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Fig. 15. Voltage magnitudes of system buses during single line to ground fault at bus 22 
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5.2 Network reconfiguration and reinforcement 

Based on the results of the weak area determination (bus 22), network reconfiguration is 

carried out by performing switching actions. The graph theory algorithm is applied to 

find a new path of the fault current in terms of the electrical distance between the main 

power supply and the fault location. Network configuration is carried out according to 

the proposed algorithm shown in Fig. 9, where the permitted increase of system losses 

(INd) is defined by a large value (20%) and the maximum improvement of healthy buses 

(Nimp) is also defined by a big value (100%). The one line diagram of the practical system 

after reconfiguration is shown in Fig. 16, where the change in switches status can be 

observed. Fig. 17 shows the graphical presentation of the studied system after 

reconfiguration.  
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Fig. 16. One line diagram of the practical 47-bus system after reconfiguration  

In comparison with Fig. 11, there is a significant increase in the electrical distance of the path 
of fault current between the main source and the fault location (bus 22).  Table 1 shows the 
system status before and after reconfiguration where the group of open switches is changed 
and the number of healthy buses is improved in which the bus number is 36 out of 47 
compared with the number 18 out of 47 before reconfiguration. It means that the percentage 
improvement in the number of healthy buses (Nimp) is increased up to 100%. The exposed 
voltage sag area due to a fault event at bus 22 is reduced from 61.7% to 23.4%. But the 
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improvement of voltage sag performance is accompanied by an increase in system losses, 
where the percentage increase in system losses becomes 18.24%.  
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Fig. 17. Graph presentation of the studied practical system after reconfiguration 

 

System status 
Open 

Switches 
No. of 

Healthy Buses 

Sag 
Exposed 
Area % 

System 
Losses 
MW 

Before 
Reconfiguration

19-4, 14-4, 
16-18, 20-23, 
24-29, 25-38, 

29 -38 

18 61.7 2.119 

After 
Reconfiguration

 

2-18, 17-3, 
19-4, 14-4, 

16-18, 20-23, 
24-29, 18-22, 

28 -29 

36 23.4 2.505 

The Results 
Improvement 

Nimp=100% 
Reduction 

38.3 
INc=18.24 

Table. 1. System status before and after network reconfiguration 

Fig. 18 shows the voltage distribution on all system buses with varying degree of darkness 
due to three phase fault at various fault locations, after reconfiguration. In comparison with 
Fig. 12, there is a significant improvement in voltage sag performance for most number of 
system buses considering all fault locations and  network reconfiguration. 
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Fig. 18. Voltage sag distribution on system buses due to three phase fault 

Simulation results of short circuit analysis after reconfiguration due to a fault at bus 22 is 

shown in Fig. 19 along with the steady state voltage profile. An improvement in voltage 

magnitudes at most number of system buses can be observed after reconfiguration as 

compared with the results of Fig. 13. The improvement in voltage sag performance after 

reconfiguration can also be observed in case of unbalanced faults. Fault analysis results of 

the studied system due to single line to ground fault at bus number 22 (weak bus) is shown 

in Fig. 20. The results of Fig. 20 can be compared with the results of Fig. 15 to prove the 

effect of network reconfiguration on voltage profile improvement.  
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Fig. 19. Voltage magnitudes of system buses at  steady state load flow and during three 
phase fault at bus 22 after reconfiguration 
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Fig. 20. Voltage magnitudes of system buses during single line to ground fault at bus 22 
after reconfiguration 

6. Conclusions 

The simulation results prove that the proposed network reconfiguration method based on 
the graph theory algorithm is efficient and feasible for improving the bus voltage profile. 
The weak area is first determined before performing the appropriate switching action in   
network reconfiguration. The network reconfiguration solution is achieved by placing the 
weak area or the voltage sag sources as far as possible away from the main power supply. 
This method is also efficient for network reinforcement against voltage sag propagation. By 
applying the proposed method, voltage sag at some buses can be completely mitigated 
while other buses are partially mitigated. However, the voltage sag problem at the partially 
mitigated buses can be solved by placing other voltage sag mitigation devices. Although the 
reconfiguration process involves just a change is switching status, it solves majority of the 
voltage sag problems.   The proposed method may assist the efforts of utility engineers in 
taking the right decision for network reconfiguration. The right decision can be taken after 
evaluating the benefits from line loss reduction and  financial loss reduction due to 
implementation of network reconfiguration. 

7. References  

Assadian, M.; Farsangi, M.M.(2007). Optimal Reconfiguration of Distribution System by 
PSO and GA using graph theory. International Conference on Applications of Electrical 
Engineering, pp 83-88, ISBN 978-960-8457-74-4, Turkey, May 27-29, 2007. Istanbul. 

Aung, M. T. & Milanovic´, J. V. (2006). Stochastic Prediction of Voltage Sags by Considering 
the Probability of the Failure of the Protection System, IEEE Trans on Power Delivery, 
Vol. 21, No. 1, January 2006, pp 322 – 329, ISSN 0885-8977. 

Chen, S.L, Hsu S.C. (2002). Mitigation of voltage sags by network reconfiguration of a utility 
power system. Proceedings of the IEEE Power Engineering Society Transmission and 

www.intechopen.com



 
Voltage Sag Mitigation by Network Reconfiguration 

 

343 

Distribution Conference, Vol.3,pp. 2067-2072,  ISBN 0-7803-7525-4, Asia Pacific. 
IEEE/PES, 6-10 Oct. 2002.  

Civanlar, S.; Grainger, J.J.; Yin, H. & Lee, S.S.H. (1988). Distribution Feeder Reconfiguration 
For Loss Reduction, IEEE Trans. Power Delivery, Vol. 3, No. 3, July 1988, pp. 1217-
1223, ISSN 0885-8977. 

Conrad, L. E. & Bollen, M. H. J. (1997). Voltage sag coordination for reliable plant operation, 
IEEE Trans. Industrial Application, Vol. 33, Nov.-Dec., pp. 1459–1464, 1997, ISSN 
0093–9994. 

Grainger, J. J. (1994). Power system analysis. McGraw-Hill, ISBIN 0-07-113338-0, Singapore.  
Gupta, B.R. (2004). Power System Analysis and Design S. Chand & Company, Ltd., ISBN 81-

219-2238-0, New Delhi India. 
Haque, M.H. (2001).  Compensation Of Distribution System Voltage Sag By Dvr And D-

STATCOM, IEEE Porto Power Tech Conference, pp 1-5, ISBN 0-7803-71 39-9, Porto, 
Portugal 10 – 13 Sep. 2001. 

Heine, P. & Lehtonen, M. (2003). Voltage Sag Distributions Caused By Power System Faults, 
IEEE Trans. on Power Systems, Vol. 18, No. 4, November 2003,  pp. 1367-1373, ISSN 
0885-8950. 

Institute of Electrical and Electronics Engineers Inc. (1993). Recommended Practice For Electric 
Power Distribution For Industrial Plants(Std, 141). IEEE Press, ISBN 1-55937-333-4, 
NewYork. 

Institute of Electrical and Electronics Engineers Inc. (1995). Recommended Practice For 
Monitoring Electric Power Quality(Std,1159),  IEEE Press, ISBN 1-55937-549-3, 
NewYork. 

Institute of Electrical and Electronics Engineers Inc. (1998). Recommended Practice For 
Evaluating Electric Power System Compatibility With Electronic Process 
Equipment(Std,1346), IEEE Press, ISBN 0-7381-0184-2, NewYork. 

Jianming, Y.; Zhang, F.; Feng, N. & Yuanshe M. (2009). Improved Genetic Algorithm with 
Infeasible Solution Disposing of Distribution Network Reconfiguration, IEEE 
Proceedings of the 2009 WRI Global Congress on Intelligent Systems, pp 48-52, ISBN 
978-0-7695-3571-5, Xiamen, 19-21 May 2009. 

Kusko, A.; Thompson, M.T. (2007). Power Quality in Electrical Systems, McGraw-Hill ISBN 0-
07-147075-1, New York. 

Martinez, J.A. & Martin- J. A.(2006). Voltage sag studies in distribution networks -- Part I: 
System modelling, IEEE Transactions on Power Delivery, Vol. 21, July. 2006, pp. 1670-
1678, ISSN 0885-8977. 

Martinez, J.A. & Martin-Arnedo, J. (2004). Advanced load models for voltage sag studies in 
distribution networks, IEEE Power Engineering Society General Meeting, pp 614 - 619, 
ISBN 0-7803-8465-2 , 6-10 June 2004. 

Martinez, J.A.; & Martin- J. A.(2006), Voltage Sag Studies in Distribution Networks—Part 
III:Voltage Sag Index Calculation, IEEE Trans On Power Delivery,  Vol. 21, No. 3, July 
2006, pp 1689-1697, ISSN 0885-8977. 

Martinez, J.A.; Martin- J. A & Milanovic, J. V. (2003). Load modelling for voltage sag               
studies, IEEE Power Engineering Society General Meeting, pp 2508-2513, ISBN 0-7803-
7989-6, 13-17 July 2003.  

Nara, K.; Shiose, A.; Kitagawa, M. & Ishihara, T. (1992). Implementation Of Genetic 
Algorithm For Distribution Systems Loss Minimum Re-Configuration, IEEE Trans 
on Power Systems, Vol. 7, No. 3, August 1992, pp 1044 – 1051. ISSN 0885-8950. 

www.intechopen.com



  
Power Quality – Monitoring, Analysis and Enhancement 

 

344 

Padiyar, K. R. (1997). Power system dynamics: stability and control,: John Wiley, ISBN: 978-0-
470-72558-0, New York. 

Qader, M. R.; Bollen, M. H. J. & Allan, R. N. (1999). Stochastic Prediction of Voltage Sags in a 
Large Transmission System, IEEE Trans. Industrial Application, Vol. 35, Jan.-Feb. 
1999, pp. 152–162, ISSN 0093–9994. 

Ravibabu, P.; Ramya, M.V.S.; Sandeep, R.; Karthik, M.V. & Harsha, S. (2010) Implementation 
of Improved Genetic Algorithm in Distribution System with Feeder 
Reconfiguration to Minimize Real Power Losses, 2nd IEEE  International Conference 
in computer Engineering and Technology (ICCET), pp 320-323, ISBN 978-1-4244-6349-7, 
Chengdu,18-20 April 2010.  

Ravibabu, P.; Venkatesh, K. & Kumar, C.S. (2008). Implementation of Genetic Algorithm for 
Optimal Network Reconfiguration in Distribution Systems for Load Balancing, 
IEEE Region 8 International Conference on Computational Technologies in Electrical and 
Electronics Engineering (SIBIRCON 2008), pp 124 – 128, ISBN 978-1-4244-2133-6, 
Novosibirsk, 21-25 July 2008. 

Saadat, H.  (2008). Power System Analysis, McGraw-Hill ISBN 0-07-123955-3, Singapore. 
Sabri, Y.; Sutisna & Hamdani, D. (2007). Reconfiguring Radial-Type Distribution Networks 

Using Graph-Algorithm, International Conference on Electrical Engineering and 
Informatics, pp 838-841, ISBN 978-979-16338-0-2, Institut Teknologi Bandung, 
Indonesia, 17-19 June, 2007. 

Salman, N; Mohamed, A & Shreef, H. (2009). Reinforcement of Power Distribution Network 
Against Voltage Sags  Using Graph Theory, Proceedings of 2009 Student Conference on 
Research and Development (SCOReD 2009), pp 341-344, ISBN 978-1-4244-5187-6, UPM 
Serdang, 16-18 Nov. 2009, Malaysia. 

Sang, Y. Y & Jang; H. O. (2000). Mitigation of Voltage Sag Using Feeder Transfer in Power 
Distribution System, IEEE Power engineering society summer meeting, Vol. 3  pp 1421 
– 1426, ISBN 0-7803-6420-1, Seattle, WA, 16 -20 Jul 2000. 

Sannino, A.; Miller, M.G.; Bollen, M.H.J. (2000). Overview of voltage sag mitigation, Power 
Engineering Society Winter Meeting, 2000. IEEE , Vol.4, pp 2872-2878, ISBN 0-7803-
5935,  2000. 

Sanjay, B.; Milanovic´, J. V.; Zhang, Y.; Gupta, C. P.; & Dragovic, J. (2007). Minimization of 
Voltage Sags Costs By Optimal Reconfiguration Of Distribution Network Using 
Genetic Algorithms, IEEE Transactions on Power Delivery, Vol. 22, No. 4, ( October 
2007) pp 2271-2278, ISSN 0885-8977. 

Sensarma, P.S.; Padiyar, K.R. & Ramanarayanan, V. (2001). Analysis and Performance 
Evaluation of A Distribution STATCOM for Compensating Voltage Fluctuations, 
IEEE Trans. on Power Delivery V. 16, No. 2. April 2001, pp 259-264, ISSN  0885-8977. 

Shareef, H. ; Mohamed, A. & Mohamed, K. (2010).  A Device for Improving the Voltage Sag 
Ride Through Capability of PCs, International Review of Electrical Engineering, Vol. 5, 
No. 4, July-August 2010, pp. 1413-1417. 

Shareef, H.; Mohamed, A. & Marzuki, M. (2009).  Analysis of ride through capability of low-
wattage fluorescent during voltage sags, International Review of Electrical 
Engineering, Vol. 4, No. 5, September- October 2009, pp. 1093-1101, ISSN 1827-6660. 

Shen, C-C. & C-Nan Lu. (2007). A Voltage Sag Index Considering Compatibility Between 
Equipment and Supply, IEEE Trans On Power Delivery, Vol. 22, No. 2, April 2007, 
pp. 996-1002, ISSN 0885-8977. 

www.intechopen.com



Power Quality â€“Â Monitoring, Analysis and Enhancement

Edited by Dr. Ahmed Zobaa

ISBN 978-953-307-330-9

Hard cover, 364 pages

Publisher InTech

Published online 22, September, 2011

Published in print edition September, 2011

InTech Europe

University Campus STeP Ri 

Slavka Krautzeka 83/A 

51000 Rijeka, Croatia 

Phone: +385 (51) 770 447 

Fax: +385 (51) 686 166

www.intechopen.com

InTech China

Unit 405, Office Block, Hotel Equatorial Shanghai 

No.65, Yan An Road (West), Shanghai, 200040, China 

Phone: +86-21-62489820 

Fax: +86-21-62489821

This book on power quality written by experts from industries and academics from various counties will be of

great benefit to professionals, engineers and researchers. This book covers various aspects of power quality

monitoring, analysis and power quality enhancement in transmission and distribution systems. Some of the key

features of books are as follows: Wavelet and PCA to Power Quality Disturbance Classification applying a RBF

Network; Power Quality Monitoring in a System with Distributed and Renewable Energy Sources; Signal

Processing Application of Power Quality Monitoring; Pre-processing Tools and Intelligent Techniques for

Power Quality Analysis; Single-Point Methods for Location of Distortion, Unbalance, Voltage Fluctuation and

Dips Sources in a Power System; S-transform Based Novel Indices for Power Quality Disturbances; Load

Balancing in a Three-Phase Network by Reactive Power Compensation; Compensation of Reactive Power and

Sag Voltage using Superconducting Magnetic Energy Storage; Optimal Location and Control of Flexible Three

Phase Shunt FACTS to Enhance Power Quality in Unbalanced Electrical Network; Performance of Modification

of a Three Phase Dynamic Voltage Restorer (DVR) for Voltage Quality Improvement in Distribution System;

Voltage Sag Mitigation by Network Reconfiguration; Intelligent Techniques for Power Quality Enhancement in

Distribution Systems.

How to reference

In order to correctly reference this scholarly work, feel free to copy and paste the following:

Nesrallh Salman, Azah Mohamed and Hussain Shareef (2011). Voltage Sag Mitigation by Network

Reconfiguration, Power Quality â€“Â Monitoring, Analysis and Enhancement, Dr. Ahmed Zobaa (Ed.), ISBN:

978-953-307-330-9, InTech, Available from: http://www.intechopen.com/books/power-quality-monitoring-

analysis-and-enhancement/voltage-sag-mitigation-by-network-reconfiguration



© 2011 The Author(s). Licensee IntechOpen. This chapter is distributed

under the terms of the Creative Commons Attribution-NonCommercial-

ShareAlike-3.0 License, which permits use, distribution and reproduction for

non-commercial purposes, provided the original is properly cited and

derivative works building on this content are distributed under the same

license.


